
ESL ‐ American Bottoms Pump Station
The ESL pump station pumps wastewater from the ESL service area to the American Bottoms WWTP. 7/7/2022

Levels above 5' indicate a discharge that is not pumped to American Bottoms. ESL PS Outside Level Calculations.xlsx

Period June‐22

Total number of minutes in period 43200 (720 hours)

Number of minutes of missing data values 1423 (23.72 hours) 3.29%

Number of minutes with level > 5ft 0 (0 hours) 0.00%

These data are being presented solely at the request of the recipient. 
Although these values are believed to accurately represent the data 
collected by American Bottoms, American Bottoms makes no 
representation as to the accuracy or precision of the data or the 
correctness of the calculations. The data recipients may use these data at 
their own risk. Users should review the raw data and satisfy themselves 
that the calculations and summaries are correct before use.

0.00

0.50

1.00

1.50

2.00

2.50

3.00

3.50

4.00

6/1/22 0:00 6/6/22 0:00 6/11/22 0:00 6/16/22 0:00 6/21/22 0:00 6/26/22 0:00 7/1/22 0:00

O_OUTSIDE_SEWER_LEVEL

Page 1



ESL ‐ American Bottoms Pump Station
The ESL pump station pumps wastewater from the ESL service area to the American Bottoms WWTP. 7/7/2022

Levels above 5' indicate a discharge that is not pumped to American Bottoms. ESL PS Outside Level Calculations.xlsx

Events with levels > 5'

Begin time
Max of End 
time Minutes above 5 feet

Average 
OUTSIDE_SEWER_LEVEL, ft

Grand Total
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